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Electrical Wiring

Model 6510-S35
DPST N/O- N/C -COM

Terminal rerminal SWwiItch erminal Connection :
Model Block | Connecting | Function Switch Sl
6510.535| A&B |1.2.3.56,7 | DPDT 4-8 10 amp @ 125 vac

Note: all contact ratings shown apply to closed station.

Mounting Instructions on Reverse Side




6510-S35 Installation and Service
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OPEN 0o || °
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Glass Rod
(optional)
Optional6510/BX

Electrical Box Installers Note:

The station are supplied with glass rod removed.
It is recommended that the station be activated and

> tested prior to installation of the glass rod.
e Glass Rods and Hardware are shipped with
&( station box.
] ™~ ,/ — #6-32 Screws (2) _
e S Replacement o Glass Rod:
O o > If broken, remove debris, then reset
° T-Handle to normal position. Insert
one end of new Glass Rod under
> 0°® Spring Tab, then with one finger, lift
/”\ R other end of Spring Tab allowing
/< S Spring Tab Glass Rod to slip into place.
< To Close Station:

WIRING INFORMATION
ON REVERSE SIDE OF

THIS PAGE

push station closed.

If Key Lock Model, hold
station closed then turn key
counterclockwise.

T DORTRONICS 5YSTEMS, INC.

1668 Sag Harbor Tpke., Sag Harbor, NY 11963 (800) 906-0137 sales@dortronics.com



John
Oval




